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CASE NARRATIVE / METHOD CONFORMANCE SUMMARY
The results presented in this report relate only to the samples received.

Webster Water DepartmentProject:

Webster Water DepartmentClient:

E606736Report No:

61 Louisa Viens Drive

Dayville, CT  06241

Fax: 860-774-2689

Phone: 860-774-6814

Toll-Free: 800-334-0103

This report is incomplete unless all pages indicated in the pagination at the bottom of the page are included, 

along with a copy of the chain of custody and any subcontracted analyses reports, if applicable, for the 

sample(s) in this report.  Subcontractor results are identified by 'SUB' next to the analysis.

Microbac Laboratories, Inc. received six samples from Webster Water Department on 06/07/2016.  The 

samples were analyzed for the following list of analyses in accordance with MA DEP regulations unless 

otherwise indicated:

Chloride  by SM4500-CL-D Client Reported WQP

SM4500-CL-D 150.1, 170.1

Sodium by ICP by 200.7 Sulfate by SM 4500-SO4-E in DW

200.7[3000] SM4500-SO4-E

Non-Conformances:
Work Order:

None

Sample:

None

Analysis:

None



IOC

Inorganic Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

PWS ID #: 2316000 City / Town: Webster, MA

PWS Name: Webster Water Department PWS Class: COM þ NTNC ¨ TNC ¨
DEP

LOCATION

(LOC) ID#

DEP Location Name

Sample Information
*Please note all samples are considered

representative of finished water if there

is no treatment applied

Date

Collected
Collected By

RW-04G Well #1 6/7/2016 Joe Patterson¨

þ

(M)ultiple

(S)ingle

þ

¨

(R)aw

(F)inished

If Resubmitted, list below

(2) Collection Date of Original Sample(1) Reason for Resubmission
Original, Resumitted or

Confirmation Report

Routine or

Special Sample

þ RS ¨ SS þ Original ¨ Resubmitted ¨ Confirmation ¨ Resample ¨ Reanalysis ¨ Report Correction

SAMPLE NOTES - (Such as, if a Manifold/Multiple sample, list the sources that were on-line during sample collection).

II. ANALYTICAL LABORATORY INFORMATION

Primary Lab MA Cert.  #: M-CT008 Primary Lab Name: Microbac Laboratories, Inc. Subcontract? (Y/N) N

Contaminant
Result

(mg/L)

MCL

(mg/L)

MDL

(mg/L)
Lab Method Date Analyzed

Analysis Lab

MA Cert #
Analysis Lab Name Lab Sample #

ANTIMONY 0.006

ARSENIC 0.010

BARIUM 2.0

BERYLLIUM 0.004

CADMIUM 0.005

CHROMIUM 0.1

CYANIDE 0.2

FLUORIDE 4.0
 1

MERCURY 0.002
 2

NICKEL none*

SELENIUM 0.05

SODIUM 19 1.0none* 200.7 E606736-106/13/2016

THALLIUM 0.002

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

1 Flouride also has a secondary MCL of 2.0 mg/L.  Community water systems which exceed this limit must provide public notice pursuant to 310 CMR 22.16.

2 Please note that if method 245.1 is used for mercury, only method revision 3.0 will be accepted by MA DEP.

* No current MCL, however DEP Office of Research and Standards has established a guidline (ORSG) limit for this contaminant.

Was this Sample Composited

by the Lab?

COMPOSITE SAMPLE NOTES

  List the composited sources by DEP Source Code (XXXXX-XXX), up to five individual sources per sample.

LAB SAMPLE NOTES

Yes ¨



IOC

Inorganic Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

PWS ID #: 2316000 City / Town: Webster, MA

PWS Name: Webster Water Department PWS Class: COM þ NTNC ¨ TNC ¨
DEP

LOCATION

(LOC) ID#

DEP Location Name

Sample Information
*Please note all samples are considered

representative of finished water if there

is no treatment applied

Date

Collected
Collected By

RW-05G Well #2 6/7/2016 Joe Patterson¨

þ

(M)ultiple

(S)ingle

þ

¨

(R)aw

(F)inished

If Resubmitted, list below

(2) Collection Date of Original Sample(1) Reason for Resubmission
Original, Resumitted or

Confirmation Report

Routine or

Special Sample

þ RS ¨ SS þ Original ¨ Resubmitted ¨ Confirmation ¨ Resample ¨ Reanalysis ¨ Report Correction

SAMPLE NOTES - (Such as, if a Manifold/Multiple sample, list the sources that were on-line during sample collection).

II. ANALYTICAL LABORATORY INFORMATION

Primary Lab MA Cert.  #: M-CT008 Primary Lab Name: Microbac Laboratories, Inc. Subcontract? (Y/N) N

Contaminant
Result

(mg/L)

MCL

(mg/L)

MDL

(mg/L)
Lab Method Date Analyzed

Analysis Lab

MA Cert #
Analysis Lab Name Lab Sample #

ANTIMONY 0.006

ARSENIC 0.010

BARIUM 2.0

BERYLLIUM 0.004

CADMIUM 0.005

CHROMIUM 0.1

CYANIDE 0.2

FLUORIDE 4.0
 1

MERCURY 0.002
 2

NICKEL none*

SELENIUM 0.05

SODIUM 57 1.0none* 200.7 E606736-206/13/2016

THALLIUM 0.002

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

1 Flouride also has a secondary MCL of 2.0 mg/L.  Community water systems which exceed this limit must provide public notice pursuant to 310 CMR 22.16.

2 Please note that if method 245.1 is used for mercury, only method revision 3.0 will be accepted by MA DEP.

* No current MCL, however DEP Office of Research and Standards has established a guidline (ORSG) limit for this contaminant.

Was this Sample Composited

by the Lab?

COMPOSITE SAMPLE NOTES

  List the composited sources by DEP Source Code (XXXXX-XXX), up to five individual sources per sample.

LAB SAMPLE NOTES

Yes ¨



IOC

Inorganic Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

PWS ID #: 2316000 City / Town: Webster, MA

PWS Name: Webster Water Department PWS Class: COM þ NTNC ¨ TNC ¨
DEP

LOCATION

(LOC) ID#

DEP Location Name

Sample Information
*Please note all samples are considered

representative of finished water if there

is no treatment applied

Date

Collected
Collected By

RW-06G Well #3 6/7/2016 Joe Patterson¨

þ

(M)ultiple

(S)ingle

þ

¨

(R)aw

(F)inished

If Resubmitted, list below

(2) Collection Date of Original Sample(1) Reason for Resubmission
Original, Resumitted or

Confirmation Report

Routine or

Special Sample

þ RS ¨ SS þ Original ¨ Resubmitted ¨ Confirmation ¨ Resample ¨ Reanalysis ¨ Report Correction

SAMPLE NOTES - (Such as, if a Manifold/Multiple sample, list the sources that were on-line during sample collection).

II. ANALYTICAL LABORATORY INFORMATION

Primary Lab MA Cert.  #: M-CT008 Primary Lab Name: Microbac Laboratories, Inc. Subcontract? (Y/N) N

Contaminant
Result

(mg/L)

MCL

(mg/L)

MDL

(mg/L)
Lab Method Date Analyzed

Analysis Lab

MA Cert #
Analysis Lab Name Lab Sample #

ANTIMONY 0.006

ARSENIC 0.010

BARIUM 2.0

BERYLLIUM 0.004

CADMIUM 0.005

CHROMIUM 0.1

CYANIDE 0.2

FLUORIDE 4.0
 1

MERCURY 0.002
 2

NICKEL none*

SELENIUM 0.05

SODIUM 74 1.0none* 200.7 E606736-306/13/2016

THALLIUM 0.002

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

1 Flouride also has a secondary MCL of 2.0 mg/L.  Community water systems which exceed this limit must provide public notice pursuant to 310 CMR 22.16.

2 Please note that if method 245.1 is used for mercury, only method revision 3.0 will be accepted by MA DEP.

* No current MCL, however DEP Office of Research and Standards has established a guidline (ORSG) limit for this contaminant.

Was this Sample Composited

by the Lab?

COMPOSITE SAMPLE NOTES

  List the composited sources by DEP Source Code (XXXXX-XXX), up to five individual sources per sample.

LAB SAMPLE NOTES

Yes ¨



IOC

Inorganic Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

PWS ID #: 2316000 City / Town: Webster, MA

PWS Name: Webster Water Department PWS Class: COM þ NTNC ¨ TNC ¨
DEP

LOCATION

(LOC) ID#

DEP Location Name

Sample Information
*Please note all samples are considered

representative of finished water if there

is no treatment applied

Date

Collected
Collected By

RW-07G Well #4 6/7/2016 Joe Patterson¨

þ

(M)ultiple

(S)ingle

þ

¨

(R)aw

(F)inished

If Resubmitted, list below

(2) Collection Date of Original Sample(1) Reason for Resubmission
Original, Resumitted or

Confirmation Report

Routine or

Special Sample

þ RS ¨ SS þ Original ¨ Resubmitted ¨ Confirmation ¨ Resample ¨ Reanalysis ¨ Report Correction

SAMPLE NOTES - (Such as, if a Manifold/Multiple sample, list the sources that were on-line during sample collection).

II. ANALYTICAL LABORATORY INFORMATION

Primary Lab MA Cert.  #: M-CT008 Primary Lab Name: Microbac Laboratories, Inc. Subcontract? (Y/N) N

Contaminant
Result

(mg/L)

MCL

(mg/L)

MDL

(mg/L)
Lab Method Date Analyzed

Analysis Lab

MA Cert #
Analysis Lab Name Lab Sample #

ANTIMONY 0.006

ARSENIC 0.010

BARIUM 2.0

BERYLLIUM 0.004

CADMIUM 0.005

CHROMIUM 0.1

CYANIDE 0.2

FLUORIDE 4.0
 1

MERCURY 0.002
 2

NICKEL none*

SELENIUM 0.05

SODIUM 160 1.0none* 200.7 E606736-406/13/2016

THALLIUM 0.002

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

1 Flouride also has a secondary MCL of 2.0 mg/L.  Community water systems which exceed this limit must provide public notice pursuant to 310 CMR 22.16.

2 Please note that if method 245.1 is used for mercury, only method revision 3.0 will be accepted by MA DEP.

* No current MCL, however DEP Office of Research and Standards has established a guidline (ORSG) limit for this contaminant.

Was this Sample Composited

by the Lab?

COMPOSITE SAMPLE NOTES

  List the composited sources by DEP Source Code (XXXXX-XXX), up to five individual sources per sample.

LAB SAMPLE NOTES

Yes ¨



IOC

Inorganic Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

PWS ID #: 2316000 City / Town: Webster, MA

PWS Name: Webster Water Department PWS Class: COM þ NTNC ¨ TNC ¨
DEP

LOCATION

(LOC) ID#

DEP Location Name

Sample Information
*Please note all samples are considered

representative of finished water if there

is no treatment applied

Date

Collected
Collected By

RW-08G Well #5 6/7/2016 Joe Patterson¨

þ

(M)ultiple

(S)ingle

þ

¨

(R)aw

(F)inished

If Resubmitted, list below

(2) Collection Date of Original Sample(1) Reason for Resubmission
Original, Resumitted or

Confirmation Report

Routine or

Special Sample

þ RS ¨ SS þ Original ¨ Resubmitted ¨ Confirmation ¨ Resample ¨ Reanalysis ¨ Report Correction

SAMPLE NOTES - (Such as, if a Manifold/Multiple sample, list the sources that were on-line during sample collection).

II. ANALYTICAL LABORATORY INFORMATION

Primary Lab MA Cert.  #: M-CT008 Primary Lab Name: Microbac Laboratories, Inc. Subcontract? (Y/N) N

Contaminant
Result

(mg/L)

MCL

(mg/L)

MDL

(mg/L)
Lab Method Date Analyzed

Analysis Lab

MA Cert #
Analysis Lab Name Lab Sample #

ANTIMONY 0.006

ARSENIC 0.010

BARIUM 2.0

BERYLLIUM 0.004

CADMIUM 0.005

CHROMIUM 0.1

CYANIDE 0.2

FLUORIDE 4.0
 1

MERCURY 0.002
 2

NICKEL none*

SELENIUM 0.05

SODIUM 220 1.0none* 200.7 E606736-506/13/2016

THALLIUM 0.002

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

1 Flouride also has a secondary MCL of 2.0 mg/L.  Community water systems which exceed this limit must provide public notice pursuant to 310 CMR 22.16.

2 Please note that if method 245.1 is used for mercury, only method revision 3.0 will be accepted by MA DEP.

* No current MCL, however DEP Office of Research and Standards has established a guidline (ORSG) limit for this contaminant.

Was this Sample Composited

by the Lab?

COMPOSITE SAMPLE NOTES

  List the composited sources by DEP Source Code (XXXXX-XXX), up to five individual sources per sample.

LAB SAMPLE NOTES

Yes ¨



IOC

Inorganic Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

PWS ID #: 2316000 City / Town: Webster, MA

PWS Name: Webster Water Department PWS Class: COM þ NTNC ¨ TNC ¨
DEP

LOCATION

(LOC) ID#

DEP Location Name

Sample Information
*Please note all samples are considered

representative of finished water if there

is no treatment applied

Date

Collected
Collected By

RW-01G #2 Pump Station 6/7/2016 Joe Patterson¨

þ

(M)ultiple

(S)ingle

þ

¨

(R)aw

(F)inished

If Resubmitted, list below

(2) Collection Date of Original Sample(1) Reason for Resubmission
Original, Resumitted or

Confirmation Report

Routine or

Special Sample

þ RS ¨ SS þ Original ¨ Resubmitted ¨ Confirmation ¨ Resample ¨ Reanalysis ¨ Report Correction

SAMPLE NOTES - (Such as, if a Manifold/Multiple sample, list the sources that were on-line during sample collection).

II. ANALYTICAL LABORATORY INFORMATION

Primary Lab MA Cert.  #: M-CT008 Primary Lab Name: Microbac Laboratories, Inc. Subcontract? (Y/N) N

Contaminant
Result

(mg/L)

MCL

(mg/L)

MDL

(mg/L)
Lab Method Date Analyzed

Analysis Lab

MA Cert #
Analysis Lab Name Lab Sample #

ANTIMONY 0.006

ARSENIC 0.010

BARIUM 2.0

BERYLLIUM 0.004

CADMIUM 0.005

CHROMIUM 0.1

CYANIDE 0.2

FLUORIDE 4.0
 1

MERCURY 0.002
 2

NICKEL none*

SELENIUM 0.05

SODIUM 11 1.0none* 200.7 E606736-606/13/2016

THALLIUM 0.002

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

1 Flouride also has a secondary MCL of 2.0 mg/L.  Community water systems which exceed this limit must provide public notice pursuant to 310 CMR 22.16.

2 Please note that if method 245.1 is used for mercury, only method revision 3.0 will be accepted by MA DEP.

* No current MCL, however DEP Office of Research and Standards has established a guidline (ORSG) limit for this contaminant.

Was this Sample Composited

by the Lab?

COMPOSITE SAMPLE NOTES

  List the composited sources by DEP Source Code (XXXXX-XXX), up to five individual sources per sample.

LAB SAMPLE NOTES

Yes ¨



¨NTNCþCOMPWS Class:Webster Water DepartmentPWS Name:

Webster, MACity / Town:2316000PWS ID #:

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

Sec

Secondary Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

DEP Location NameDEP LOCATION

(LOC) ID#

Sample Information Date Collected Collected By

A

B

Routine or

Special Sample

Original, Resubmitted or

Confirmation Report

If Resubmitted Report, list below

(1) Reason for Resubmission (2) Collection Date of Original Sample

 SAMPLE NOTES

B

A

B

A

RW-04G

RW-05G

Well #1

Well #2

6/7/2016

6/7/2016

Joe Patterson

Joe Patterson

RS SSþ ¨

RS SSþ ¨

Original Resubmitted Confirmationþ ¨ ¨

Original Resubmitted Confirmationþ ¨ ¨

Report CorrectionReanalysisResample¨ ¨ ¨

Report CorrectionReanalysisResample¨ ¨ ¨

Microbac Laboratories, Inc.Analysis Lab Name:M-CT008Analysis Lab MA Cert.  #:

NSubcontract? (Y/N)Microbac Laboratories, Inc.Primary Lab Name:M-CT008Primary Lab MA Cert.  #:

II. ANALYTICAL LABORATORY INFORMATION

¨TNC

Contaminant SMCL
MDL

(mg/L)
Lab Method

Date

Analyzed
Lab

Sample ID#

(F)inished¨(S)ingleþ
(R)awþ(M)ultiple¨

(F)inished¨(S)ingleþ
(R)aw(M)ultiple¨ þ

Results

A B

IRON (mg/L) 0.3

MANGANESE (mg/L) 0.05*

ALKALINITY (mg/L as CaCO3) none

CALCIUM (mg/L) none

MAGNESIUM (mg/L) none

HARDNESS (mg/L as CaCO3) none

POTASSIUM (mg/L) none

TURBIDITY (NTU) none

ALUMINUM (mg/L) 0.2

2.043 120 SM4500-CL-D 6/7/2016 E606736-1, E606736-2CHLORIDE (mg/L) 250

COLOR (C.U) 15

COPPER (mg/L) 1

ODOR (T.O.N) 3

pH 6.5 to 8.5

SILVER (mg/L) 0.10

5.09.0 9.4 SM4500-SO4-E 6/8/2016 E606736-1, E606736-2SULFATE (mg/L) 250

TDS (mg/L) 500

ZINC (mg/L) 5

LAB SAMPLE NOTES

A

B

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

 * EPA has established a lifetime Health Advisory (HA) for manganese at 0.3 mg/L and an acute HA at 1.0 mg/L.



¨NTNCþCOMPWS Class:Webster Water DepartmentPWS Name:

Webster, MACity / Town:2316000PWS ID #:

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

Sec

Secondary Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

DEP Location NameDEP LOCATION

(LOC) ID#

Sample Information Date Collected Collected By

A

B

Routine or

Special Sample

Original, Resubmitted or

Confirmation Report

If Resubmitted Report, list below

(1) Reason for Resubmission (2) Collection Date of Original Sample

 SAMPLE NOTES

B

A

B

A

RW-06G

RW-07G

Well #3

Well #4

6/7/2016

6/7/2016

Joe Patterson

Joe Patterson

RS SSþ ¨

RS SSþ ¨

Original Resubmitted Confirmationþ ¨ ¨

Original Resubmitted Confirmationþ ¨ ¨

Report CorrectionReanalysisResample¨ ¨ ¨

Report CorrectionReanalysisResample¨ ¨ ¨

Microbac Laboratories, Inc.Analysis Lab Name:M-CT008Analysis Lab MA Cert.  #:

NSubcontract? (Y/N)Microbac Laboratories, Inc.Primary Lab Name:M-CT008Primary Lab MA Cert.  #:

II. ANALYTICAL LABORATORY INFORMATION

¨TNC

Contaminant SMCL
MDL

(mg/L)
Lab Method

Date

Analyzed
Lab

Sample ID#

(F)inished¨(S)ingleþ
(R)awþ(M)ultiple¨

(F)inished¨(S)ingleþ
(R)aw(M)ultiple¨ þ

Results

A B

IRON (mg/L) 0.3

MANGANESE (mg/L) 0.05*

ALKALINITY (mg/L as CaCO3) none

CALCIUM (mg/L) none

MAGNESIUM (mg/L) none

HARDNESS (mg/L as CaCO3) none

POTASSIUM (mg/L) none

TURBIDITY (NTU) none

ALUMINUM (mg/L) 0.2

4.0160 280 SM4500-CL-D 6/7/2016 E606736-3, E606736-4CHLORIDE (mg/L) 250

COLOR (C.U) 15

COPPER (mg/L) 1

ODOR (T.O.N) 3

pH 6.5 to 8.5

SILVER (mg/L) 0.10

5.010 12 SM4500-SO4-E 6/8/2016 E606736-3, E606736-4SULFATE (mg/L) 250

TDS (mg/L) 500

ZINC (mg/L) 5

LAB SAMPLE NOTES

A

B

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

 * EPA has established a lifetime Health Advisory (HA) for manganese at 0.3 mg/L and an acute HA at 1.0 mg/L.



¨NTNCþCOMPWS Class:Webster Water DepartmentPWS Name:

Webster, MACity / Town:2316000PWS ID #:

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

Sec

Secondary Contaminant Report

Massachusetts Department of Environmental Protection - Drinking Water Program

DEP Location NameDEP LOCATION

(LOC) ID#

Sample Information Date Collected Collected By

A

B

Routine or

Special Sample

Original, Resubmitted or

Confirmation Report

If Resubmitted Report, list below

(1) Reason for Resubmission (2) Collection Date of Original Sample

 SAMPLE NOTES

B

A

B

A

RW-08G

RW-01G

Well #5

#2 Pump Station

6/7/2016

6/7/2016

Joe Patterson

Joe Patterson

RS SSþ ¨

RS SSþ ¨

Original Resubmitted Confirmationþ ¨ ¨

Original Resubmitted Confirmationþ ¨ ¨

Report CorrectionReanalysisResample¨ ¨ ¨

Report CorrectionReanalysisResample¨ ¨ ¨

Microbac Laboratories, Inc.Analysis Lab Name:M-CT008Analysis Lab MA Cert.  #:

NSubcontract? (Y/N)Microbac Laboratories, Inc.Primary Lab Name:M-CT008Primary Lab MA Cert.  #:

II. ANALYTICAL LABORATORY INFORMATION

¨TNC

Contaminant SMCL
MDL

(mg/L)
Lab Method

Date

Analyzed
Lab

Sample ID#

(F)inished¨(S)ingleþ
(R)awþ(M)ultiple¨

(F)inished¨(S)ingleþ
(R)aw(M)ultiple¨ þ

Results

A B

IRON (mg/L) 0.3

MANGANESE (mg/L) 0.05*

ALKALINITY (mg/L as CaCO3) none

CALCIUM (mg/L) none

MAGNESIUM (mg/L) none

HARDNESS (mg/L as CaCO3) none

POTASSIUM (mg/L) none

TURBIDITY (NTU) none

ALUMINUM (mg/L) 0.2

10390 24 SM4500-CL-D 6/7/2016 E606736-5, E606736-6CHLORIDE (mg/L) 250

COLOR (C.U) 15

COPPER (mg/L) 1

ODOR (T.O.N) 3

pH 6.5 to 8.5

SILVER (mg/L) 0.10

5.014 ND SM4500-SO4-E 6/8/2016 E606736-5, E606736-6SULFATE (mg/L) 250

TDS (mg/L) 500

ZINC (mg/L) 5

LAB SAMPLE NOTES

A

B

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge

 * EPA has established a lifetime Health Advisory (HA) for manganese at 0.3 mg/L and an acute HA at 1.0 mg/L.



WQA

Lead and Copper Water Quality Parameter Report

Massachusetts Department of Environmental Protection - Drinking Water Program

I. PWS INFORMATION: Please refer to your DEP Water Quality Sampling Schedule (WQSS) to help complete this form

PWS ID #: 2316000 City / Town: Webster, MA

PWS Name: Webster Water Department PWS Class: COM þ NTNC ¨ TNC ¨

SAMPLE NOTES

II. ANALYTICAL LABORATORY INFORMATION

Number of Distribution Samples Required:

Number of Entry Point Samples Required:

Number of Distribution Tap Samples Submitted:

Number of Entry Point Samples Submitted:

E606736

Sample Site Address

Field Parameters Parameter

pH Temperature

(°F)

Alkalinity

(mg/L)

Conductivity

(µmho/cm)

Calcium

(mg/L)

Orthophosphate*

(mg/L)

Silica*

(mg/L)

Sample Collection Date: 6/7/2016

6.33 67.5Well #1RW-04G

6.08 58.3Well #2RW-05G

6.02 56.8Well #3RW-06G

5.94 58.5Well #4RW-07G

6.09 53.8Well #5RW-08G

6.17 55.6#2 Pump StationRW-01G

* Required when using corrosion control inhibitor containing phosphate or silicate compounds.

¨ WQTS

Data Entered

Review

Comments

DEP REVIEW STATUS (Initial & Date)

¨ Accepted  ¨ Disapproved 

If not submitting results electronically, mail TWO copies of this report to your DEP Regional Office no later than 10 days after the end of the month

in which you received this report or no later than 10 days after the end of the reporting period, whichever is sooner.

6/14/2016Date:

Primary Lab Director Signature:I certify under penalties of law that I am the person

authorized to fill out this form and the information contained herein is

true, accurate and complete to the best extent of my knowledge




